IEA Solar Heating and Cooling Programme
The Solar Heating and Cooling Technology Collaboration Programme was founded in 1977 as one of the first multilateral technology initiatives ("Implementing Agreements") of the International Energy Agency. Its mission is "to enhance collective knowledge and application of solar heating and cooling through international collaboration to reach the goal set in the vision of solar thermal energy meeting 50% of low temperature heating and cooling demand by 2050.
The members of the IEA SHC collaborate on projects (referred to as "Tasks") in the field of research, development, demonstration (RD&D), and test methods for solar thermal energy and solar buildings.
Research topics and the associated Tasks in parenthesis include:
• Solar Space Heating and Water Heating (Tasks 14, 19, 26, 44, 54) • Solar Cooling (Tasks 25, 38, 48, 53) • Solar Heat for Industrial or Agricultural Processes (Tasks 29, 33, 49, 62) • Solar District Heating (Tasks 7, 45, 55) • Solar Buildings/Architecture/Urban Planning (Tasks 8, 11, 12, 13, 20, 22, 23, 28, 37, 40, 41, 47, 51, 52, 56,  59) • Solar Thermal & PV (Tasks 16, 35, 60) • Daylighting/Lighting (Tasks 21, 31, 50, 61) • Materials/Components for Solar Heating and Cooling (Tasks 2, 3, 6, 10, 18, 27, 39) • Standards, Certification, and Test Methods (Tasks 14, 24, 34, 43, 57) • Resource Assessment (Tasks 1, 4, 5, 9, 17, 36, 46) • Storage of Solar Heat (Tasks 7, 32, 42, 58) In addition to our Task work, other activities of the IEA SHC include our: 3 Scope of Activity A1
In this activity of SHC Task 53, a detailed description of typical conventional reference system is delivered. Market dominating small scale system types (< 10 kW) for air-conditioning, cooling and heating for rooms are investigated and identified reference systems apply the mechanical compression method to treat the working fluid.
The reference system respect different European climate zones and with displaying and discussing the simulation results of a parametric study, the energy performance of the defined reference system is shown as a function of the room type and of the climate condition of the selected European Cities.
In addition, this system will depend on the range of energy use: cooling, space heating, domestic hot water.
Therefore, a set of reference systems will be selected and described on their technical performance level. Furthermore, this database permits in the Subtask B to make a comparison with new generation solar cooling and heating systems.
Executive Summary
The work of Subtask A covers horizontal activities related to subtasks B and C. Activity A1 aims at delivering a useful report on market available reference systems in the range up to around 100 kW of cooling capacity. Three different kinds of reference systems were detected -namely Mono-split, Multi-split and VRF (Variable Refrigerant Flow) systems and a brief description introduces their technical functionalities and components. Furthermore, this report displays as well selected laboratory measurement results of investigated reference systems conducted by SHC Task 53 participants. Herewith the Energy Efficiency Ratio (EERc) for cooling and the Coefficient of Performance (COPh) for heating are indicated as key energy performance indicators. Furthermore, European and international regulation are introduced for understanding manufacture declared energy system performance indicators. With the help of a comprehensive parametric study based on results of transient simulation, the SHC Task 53 participants present an overview of the annual energy performance depending on a mix of different application and climate regions. This database permits furthermore in the Subtask B to make a comparison with new generation solar cooling and heating systems. Finally, this report ends with showing up some field test data of operated Mono-split and VRF systems.
The SHC Task 53 A1 report is structured by four essential chapters:
• Chapter 3 -Small scale reference systems, This chapter reports on three market dominating technical solution compressing and evaporating the working fluid for cooling and heating of buildings in the capacity range below 100 kWthermal. Herewith Mono-split, Multi-split and Variable Refrigerant Flow (VRF) system are technically described and at least a technical scheme of the main components and working fluid cycle is displayed.
• Chapter 4 -Definition of manufacture declared performance indicator For efficiency rating of air conditioner products on the market different legislations and standards exits worldwide. In this chapter energy related performance indicators defined by European and International standard and regulation -like the seasonal energy efficiency ratio SEER -are introduced.
• Chapter 5 -Parametric study This chapter contains information and a documentation of a parametric study of reference systems. With the help of the modelling and simulation work done in the European research project iNSPiRe 1 a comprehensive parametric study has been carried out and the simulation results serve as the data base for quantifying and analyzing the impact of selected parameters on the annual energy performance of the reference system. Thus, this section provides knowledge and information about the energy performance of different reference system configuration for different building typologies in different European climate region. The economic assessment is not part of this D-A1 report, but nevertheless in Subtask B further simulation work has been carried out and results of an economic assessment of new generation of solar cooling and heating systems can be found there -see Deliverable D_B.5 Technical report on simulations results and systems inter comparison. In this chapter information are given related to a) the defined technical configuration of the reference systems, b) the applied characteristics model of the coefficient performance for heating and c) simulation results by indicating key performance indicators.
• Cooling capacity ranges from about 1.5 up to 7 kW, typical cooling capacities are 2.6, 3.5 and 5.2 kW (this corresponds to 9,000, 12,000 and 15,000 BTU/h).
Contributing Authors
R410A is widely used as refrigerant. To reduce direct greenhouse gas emissions, systems with refrigerants R32 (Daikin, Panasonic and Toshiba) and R290 propane (Godrej, Midea, Gree) have entered the market a few years ago. Inverter controlled rotary compressors predominate also in low-budget products to achieve claimed efficiency ratios. Capillary tubes or electronic expansion valves are used as expansion devices depending on cooling capacity and price level. Efficiency is described as seasonal energy efficiency ratio (SEER) calculated according to EN 14825. Energy labels from A+++ down to D are defined. Minimum required SEER depends on Global warming potential or Greenhouse warming potential (GWP) of the applied refrigerant: 4.6 for refrigerants with GWP > 150 and 4.14 for refrigerants with GWP < 150. Available products achieve SEERs up to 9.5, corresponding to energy label A+++ (see Figure 2) . 
Multi-split
In Multi-split systems the technology of DX-air-conditioning systems employed in Mono-split systems is extended to applications where larger rooms or higher buildings cooling demands are to be covered. Instead of one outdoor unit and one indoor unit, larger outdoor units are connected to several indoor units. Usually each indoor unit is connected by an individual pair of refrigerant pipes to the outdoor unit ( Figure 3 ). The entire system can operate in cooling or heating mode, with all indoor units operating in the same mode. In the past the systems were equipped with a single speed compressor, nowadays often inverter driven compressors are used. Multi-split systems are applied for small up to middle size buildings with about 9 indoor units. Typical applications are:
• Residential buildings • Hotels • Offices Compared to VRF-Systems, as described in the following section 3.3, Multi-split systems are more limited in size, piping length and functional variability. 
VRF (Variable Refrigerant Flow)
VRF-Systems represent the latest level of development of Multi-split systems. These systems can react to the building load by varying the refrigerant mass flow. As in classical Multi-split systems, they consist of an outdoor unit and several indoor units which are positioned in the air-conditioned room. The outdoor units include the compressor, heat exchanger, expansion device, a four-way valve and some additional refrigeration components like an economizer. Each indoor unit is equipped with an individual expansion device allowing for control of the heating or cooling capacity locally. Also, they can ventilate and dehumidify. Regarding piping and heat transfer media there are different types of VRF-systems. The most common are twopipe and three-pipe air-to-air VRF-Systems. Figure 4 shows a three-pipe system operating in cooling mode with its main components and devices. In this case, the heat exchanger of the outdoor unit works as a condenser while the heat exchangers of the indoor units act as evaporators. The indoor units absorb the heat from the room by evaporating the refrigerant. The evaporation is controlled by the electronic expansion valve (EEV) of the indoor unit and by the compressor. The EEV regulates the degree of superheat at the evaporator outlet while the compressor is adjusted to ensure that the low pressure meets the target value. Refrigerant vapor reaches the compressor through the suction gas pipe. In the next step the vapor is compressed to a higher-pressure level. The pressurized, super-heated refrigerant (hot gas) is then led to the condenser where it is liquefied by rejecting the heat to the environment. The liquid refrigerant passes the economizer and returns to the indoor units. Figure Figure 5 clarifies the VRF-System working in heating mode. In this case the indoor units act as condensers. The electronic expansion valves of the indoor units are used for control of flow and sub-cooling of the condensed refrigerant at the condenser outlet. The liquefied refrigerant is led back to the outdoor unit where it is evaporated and compressed again. Control of the overall refrigerant flow is affected by the electronic expansion valve at the inlet of the evaporator. The compressor controls the low-pressure level to reach the target value.
The advantage of a three-pipe system is shown in Figure 6 . A three pipe VRF-system is capable to operate in heat recovery mode by shifting energy from one room to another, i.e. heating and cooling is provided simultaneously. Figure 6 illustrates the following constellation, with dominating heating demand: Indoor Unit 1 is in cooling mode which means it absorbs heat, while the indoor units 2 and 3 are in heating mode. The heat exchanger in the outdoor unit works as an evaporator providing additional low-grade heat input to balance the overall heat flow. After being liquefied in indoor unit 2 and 3 the refrigerant partly flows to indoor unit 1 and partly to the outdoor unit. Indoor unit 1 directly takes advantage of the liquefied refrigerant in unit 2 and 3 and uses this refrigerant for absorbing heat from the room without contribution of the outdoor heat exchanger. The other part of the refrigerant evaporates in the outdoor heat exchanger.
In the compressor the sum of evaporated gas is compressed again for the use in indoor unit 2 and 3. The efficiency values of three different 3-pipe heat recovery VRF-systems are shown in Figure 7 . The nominal values of the selected models are extracted from data provided by the manufacturers. The number indicates the model of the manufacturer (compare Table 1 ). Full designation of the selected models for capacities 1, 2, and 3 are shown in Table 1 . 
MMY-MAP1204FT8-E MMY-AP1614FT8-E MMY-AP2614FT8-E
In many cases the same manufacturer model is used for a certain range of nominal capacities. Best performance is achieved when the model is applied for the minimal value of its specified capacity range.
Typical applications: 6 Definition on manufacture declared data for EER and SEER
European regulation
For efficiency rating of air conditioner products on the market different legislations and standards exits worldwide. The ecodesign regulation in Europe requires the labeling of air conditioning units < 12 kW cooling capacity to EU No. 206/2012. For air conditioning unit > 12 kW and Multi-split systems similar legislations are in preparation [SBZ 2015] . Calculation scheme will be similar.
According to EN 14825 the seasonal energy efficiency ratio for air to air systems is defined as:
= The electrical energy consumption includes power consumption in active cooling mode, in standby and off mode and for crankcase heating.
, , , number of hours in mode: temperature control off, stand by, crankcase heating and switched off , , , power consumption in mode: temperature control off, stand by, crankcase heating and switched off Seasonal performance factor during active cooling mode is calculated based on distribution of temperature levels, corresponding part load factors, efficiency and number of cooling hours:
Here,
Tj
temperature level j temperature level index n number of temperature levels hj number of cooling hours of temperature level j
Temperature levels, part load factors, and corresponding cooling hours are fixed and provided by EN 14825 -Appendix A. For the SEER value only 4 defined temperature levels A, B, C, D are used (Table 1) .
Tabelle 2: Relevant temperature level data required for SEER calculaction acording to EN14825
• point
• hours
• part load factor
• indoor temperature
• indoor rel. humidity
• outdoor temperature The energy efficiency ratio at each temperature level EER(Tj) is measured according to EN 14511-3 (2013) and includes power input for fans of indoor and outdoor unit. Air conditioning units < 12 kW must be measured according to the calorimeter room procedure, units > 12 kW can be measured according to calorimeter room procedure or air enthalpy procedure.
International regulations
Seasonal performance indicators, analogous to the European SEER, are used worldwide for performance rating. Calculation schemes, temperature levels and corresponding operation hours vary according to considered region. In Table 2 an overview of international regulations for seasonal performance calculation is presented. Table 3 shows reference points and weighting factors for the integrated energy efficiency ratio (IEER) according to the American standards AHRI 340/360-2015. Due to the different calculation approach, American IEER-factor and European SEER-factor cannot be compared directly neither be interconverted. seasonal cooling energy demand seasonal energy consumption for cooling production inactive energy consumption during cooling season = ⋅ The seasonal cooling energy demand is calculated based on a reference ambient temperature bin hour distribution depending on outdoor temperature (see Table 4 ). The inactive reference hours are 4077 h.
For the consumption calculation temperature effect and part load factor are considered: 
Definition of parameters to vary (inspire)
With respect to the technical system scope of SHC Task 53, the reference system configuration for covering the energy demand for heating, cooling and domestic hot water (DHW) in the small thermal capacity range has been defined. The reference system is composed of a generation system, a distribution system, a storage for DHW, a buffer storage for heating and cooling distribution. This reference system definition is the basis for the simulation of different configurations for different building typologies by varying components sizes and control set points.
The generation system is considered with three variants: a) air to water heat pumps (A/W HP), b) ground source heat pumps (G/W HP) and c) gas boilers and split unit (see Figure 9 ). The office building (OR) model has six thermal zones: two middle office rooms with one external wall and one office room in each corner of the building with two external walls. All internal walls are assumed to be adiabatic. The middle office rooms could be multiplied in post-processing to obtain results for the whole building, and the number of floors is five. All office rooms are of the same size and shape. With respect to different construction periods, different qualities of the thermal building envelopes are modelled. A glazing ratio of 30% is defined in the building model. With respect to the energy standard of the building envelope, the heating energy levels were assumed to be 25 and 45 kWh per year and area.
Regarding the energy distribution system, the model takes also two different technical solutions into account. For controlling the room temperature in winter and summer a fan-coil system and a radiant floor and/or ceiling is modelled by means of different supply temperature levels.
For analyzing the impact of the climate on the cooling and heating demand three different European location have been selected representing a) moderate, b) hot/humid and hot/dry climate condition in Europe. The weather data records from Stuttgart, Rome and Madrid were generated by Meteonorm v6.1. Table 5 is an overview on all variants of the parametric study which have been selected and taken from the iNSPiRe database. Generally, the Seasonal Performance Factor (SPF) is defined as the ratio of the thermal output of the heat pump unit to the effective electrical energy input to the unit for a steady state operating condition. In this context different SPF for covering the demand for heating, cooling and domestic hot water are considered:
Where is:
• QDHW: Heat delivered to cover the domestic hot water demand • QH: Heat delivered to cover the heating demand • QC: Heat extracted to cover the cooling demand • EDHW: Electricity input to operate the DHW generation and distribution system • EH: Electricity input to operate the heating generation and distribution system • EC: Electricity input to operate the cooling generation and distribution system FINAL ENERGY USE: The final energy use/consumption equals all energy supplied to operate the heating, cooling and air conditioning (HVAC) system including the distribution system for covering the energy building demand (heating, cooling, domestic hot water and ventilation). In the context of the parametric study the final energy is electricity and gas delivered by the public infrastructure.
PRIMARY ENERGY USE: For comparison of systems and technologies with respect to their environmental impact, the primary energy PE use is a key indicator. The primary energy use provides information on the consumption of non-renewable energy sources for the provision of useful energy output of the HVAC system operation. Note that this PE use does not account for the production, distribution, installation and end-of-life disposal of the HVAC system itself. It is a figure which considers the depletion of limited energy resources contained in e.g. fossil fuels.
CUMULATIVE ENERGY DEMAND (CED), non-renewable: For the calculation of this figure, the CEDNRE is used. It quantifies the non-renewable primary energy used to provide the final energy, including the energy used for construction of the electric grid and power plants. This indicator accounts for the primary energy from fossil, nuclear and primary forest resources (i.e. original forests that are destroyed and replaced by farmland) defined in terms of primary energy to final energykWhPE/kWhFE.
= *
For calculating the non-renewable primary energy used for operation the reference system following conversion factor were applied. PRIMARY ENERGY RATIO: The analogue calculation approach used for the SPF definition can be used for the calculation of the primary energy ratio PER. In this case, the PE is used instead of the FE as denominator. This allows to compute a performance figure that comprehends all the different energy uses that cannot be summed up.
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Simulation result of the parametric study
168 variants of simulation runs have been selected in the framework of SHC Task 53 to display and to assess the energy performance of the specified reference system configuration. The simulation results are extracted from the public database accessible by the official web site of the iNSPiRe project. All results of the 168 simulation variants are listed in Table 9, Table  10 and Table 11 of the Appendix.
In this section only, a reduced set of results is displayed and discussed. In particular, the simulation and calculation results for the small Multi-Family House located in Stuttgart, Rome and Madrid and equipped with different technical solution for covering the heating, cooling and domestic hot water demand are listed in Table 7 . 
Mono-split
Two different Mono-split air conditioning units have been investigated experimentally. Both units have been initially tested on a test bench and afterwards in a field test for at least one cooling period according to DIN V 18599. Measurements include power consumption of indoor and outdoor unit. Characteristic data and conditions of field test are summarized in Table 8 . Figure 12 summarizes the measurement results of the field test. It includes operation hours, mean EER and cooling capacity versus outdoor temperature for both Mono-split units. Operation hours distribution of both field test is over a wide range similar. The number of operation hours below 14 °C and above 32 °C are very limited, resulting in a lower validity for mean EER and mean cooling capacity in that temperature range.
The EER of the brand supplier unit increases from about 3.0 at 35 °C up to 6.1 at 17 °C outdoor temperature. Accumulated cooling generation and energy consumption result in a SEER of 4.68. EER of the budget unit increases from 3.0 at 35 °C up to 4.2 at 15 °C outdoor temperature. Accumulated cooling generation and energy consumption results in a SEER of 3.47. The brand supplier unit shows an overall higher EER compared to the budget unit. The difference is negligible for high outdoor temperatures but increases with decreasing outdoor temperatures. At lower temperatures advantages from variable speed technology become effective. While mean cooling capacity for budget unit is more or less constant over the full outdoor temperature range it decreases for the brand supplier unit from about 4.0 kW at 34 °C down to 2.0 kW at 14 °C outdoor temperature. operation hours -brand supplier operation hours -budget mean EER -brand supplier mean cooling capacity -brand supplier mean EER -budget mean cooling capacity -budget EER nominal -brand supplier EER nominal -budget Subtask A -Activity A1 final report: Definition of the existing cooling reference systems November 2018
Details of budget unit field test
Data of field test is divided into three-time series (cooling period 2011, cooling period 2012 until August, cooling period 2012 August ongoing). Different EER levels can be observed ( Figure 13 , differently filled circles). Efficiency decreases from 2011 to 2012 due to a refrigerant leakage at a sensor installed in the refrigerant cycle. Efficiency increased significantly after maintenance: calculated EER values between 3.1 and 4.8 were obtained during the last cooling period. Claimed efficiency data of the manufacturer were achieved. During first operation cycle per day EER values are significantly lower (Figure 13 , cross makers vs. circle markers). The experimental results show significantly higher EERs compared to characteristic calculation based on DIN V 18599. Details of brand supplier unit field test Figure 14 shows resulting EER values of the brand supplier Mono-split unit and part load distribution versus cooling capacity range. More than 40 % of the total cooling generation is done at a cooling capacity range between 2.0 and 2.5 kW, corresponding to a part load factor between 40 and 50 %. The remaining cooling generation is mainly distributed over the capacity range 2.5 to 4.5 kW. Average EER shows increasing value from about 3.8 at maximum cooling capacity up to 6.0 at 2.5 to 3.0 kW cooling capacity. With further decreasing cooling capacity the average EER decreases down to 3.75 at 1.0 to 1.5 kW cooling capacity. For cooling capacities below 1.0 kW the EER decrease dramatically down to 1.5.
Measured EER and EER based on DIN 18599-7 (red filled circles) shows similar characteristic but with steeper slops for the measured values. 
VRF
A VRF-system containing of six outdoor units with a rated cooling capacity of 40 kW was installed in spring of 2011 at ILK Dresden for cooling of the office building. The measured outdoor unit supplies cooling for 25 indoor units in offices orientated to south and north. Figure 15 shows the EER characteristic depending on ambient temperature for different cooling capacity ranges. Energy consumption of the indoor units is not considered. For cooling capacities larger than 10 kW (25 % of rated cooling capacity) the EER increases significantly with decreasing ambient temperature from about 3.8 at 32 °C ambient temperature to about 10 at 15 °C ambient temperature. For lower cooling capacities the EER level decreases down to a range of 2 to 3. The increase with decreasing ambient temperature is less significant. Compared to the characteristic according to DIN V 18599-7, the EER increase for decreasing ambient temperature is similar down to about 20 °C. For lower ambient temperatures the calculated characteristic acc. to DIN V18599-7 shows a significant decreasing, which was not the case for measured VRF system. Based on the significant part load influence shown in Figure 15 , the measurement data has been analyzed for different cooling capacity ranges. The distribution of the cooling capacity ranges with respect to the total generated cooling energy is shown in Figure 16 for the cooling periods July to November 2011 and March to September 2012. During cooling period 2011 about 46 % of the total cooling energy was generated at a cooling capacity lower than 5 kW, corresponding to a part load factor below 12.5 %), with an average EER of 2.5. At 10 to 15 kW the maximum average EER of 5.2 was achieved.
Figure 16: Distribution on generated cooling energy divided into cooling capacity ranges including calculated EER values for two cooling periods
EER characteristic is very similar compared to DIN V 18599-7 EER characteristic, with deviations to lower values in a part load range from 40 to 75 %. Down to a part load factor of 40 % advantages of variable speed technology leading to an increasing efficiency. Below part load factors of 25 %, several decreasing efficiency effects exceeding the increasing efficiency effect of the part load operation:
fixed condensing temperature limit: a minimum condensing temperature is set in the outdoor unit to avoid evaporation in the liquid distribution pipe and to ensure proper function and control of indoor units → the compressor works at a higher-pressure ratio than thermodynamically required for the desired cooling capacity oil management requires adequate velocities in evaporator and suctions pipes, to ensure a correct oil level in the compressor, oil return operation cycles with full valve openings and high compressor frequency are included during normal operation resulting in an additional energy consumption
The comfort and functionality of VRF-units leads in the specific unit investigated in the field test to inefficient operation in low part load ranges. 10.2 Results of the parametric study New generation solar cooling & heating systems (PV or thermally driven) / task53.iea-shc.org
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